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Environmental Protection Agency § 60.331 

Subpart GG—Standards of Per-
formance for Stationary Gas 
Turbines 

§ 60.330 Applicability and designation 
of affected facility. 

(a) The provisions of this subpart are 
applicable to the following affected fa-
cilities: All stationary gas turbines 
with a heat input at peak load equal to 
or greater than 10.7 gigajoules (10 mil-
lion Btu) per hour, based on the lower 
heating value of the fuel fired. 

(b) Any facility under paragraph (a) 
of this section which commences con-
struction, modification, or reconstruc-
tion after October 3, 1977, is subject to 
the requirements of this part except as 
provided in paragraphs (e) and (j) of 
§ 60.332. 

[44 FR 52798, Sept. 10, 1979, as amended at 52 
FR 42434, Nov. 5, 1987; 65 FR 61759, Oct. 17, 
2000] 

§ 60.331 Definitions. 
As used in this subpart, all terms not 

defined herein shall have the meaning 
given them in the Act and in subpart A 
of this part. 

(a) Stationary gas turbine means any 
simple cycle gas turbine, regenerative 
cycle gas turbine or any gas turbine 
portion of a combined cycle steam/elec-
tric generating system that is not self 
propelled. It may, however, be mounted 
on a vehicle for portability. 

(b) Simple cycle gas turbine means any 
stationary gas turbine which does not 
recover heat from the gas turbine ex-
haust gases to preheat the inlet com-
bustion air to the gas turbine, or which 
does not recover heat from the gas tur-
bine exhaust gases to heat water or 
generate steam. 

(c) Regenerative cycle gas turbine 
means any stationary gas turbine 
which recovers heat from the gas tur-
bine exhaust gases to preheat the inlet 
combustion air to the gas turbine. 

(d) Combined cycle gas turbine means 
any stationary gas turbine which re-
covers heat from the gas turbine ex-
haust gases to heat water or generate 
steam. 

(e) Emergency gas turbine means any 
stationary gas turbine which operates 
as a mechanical or electrical power 
source only when the primary power 

source for a facility has been rendered 
inoperable by an emergency situation. 

(f) Ice fog means an atmospheric sus-
pension of highly reflective ice crys-
tals. 

(g) ISO standard day conditions means 
288 degrees Kelvin, 60 percent relative 
humidity and 101.3 kilopascals pres-
sure. 

(h) Efficiency means the gas turbine 
manufacturer’s rated heat rate at peak 
load in terms of heat input per unit of 
power output based on the lower heat-
ing value of the fuel. 

(i) Peak load means 100 percent of the 
manufacturer’s design capacity of the 
gas turbine at ISO standard day condi-
tions. 

(j) Base load means the load level at 
which a gas turbine is normally oper-
ated. 

(k) Fire-fighting turbine means any 
stationary gas turbine that is used 
solely to pump water for extinguishing 
fires. 

(l) Turbines employed in oil/gas produc-
tion or oil/gas transportation means any 
stationary gas turbine used to provide 
power to extract crude oil/natural gas 
from the earth or to move crude oil/ 
natural gas, or products refined from 
these substances through pipelines. 

(m) A Metropolitan Statistical Area or 
MSA as defined by the Department of 
Commerce. 

(n) Offshore platform gas turbines 
means any stationary gas turbine lo-
cated on a platform in an ocean. 

(o) Garrison facility means any perma-
nent military installation. 

(p) Gas turbine model means a group of 
gas turbines having the same nominal 
air flow, combuster inlet pressure, 
combuster inlet temperature, firing 
temperature, turbine inlet temperature 
and turbine inlet pressure. 

(q) Electric utility stationary gas tur-
bine means any stationary gas turbine 
constructed for the purpose of sup-
plying more than one-third of its po-
tential electric output capacity to any 
utility power distribution system for 
sale. 

(r) Emergency fuel is a fuel fired by a 
gas turbine only during circumstances, 
such as natural gas supply curtailment 
or breakdown of delivery system, that 
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make it impossible to fire natural gas 
in the gas turbine. 

[44 FR 52798, Sept. 10, 1979, as amended at 47 
FR 3770, Jan. 27, 1982; 65 FR 61759, Oct. 17, 
2000] 

§ 60.332 Standard for nitrogen oxides. 
(a) On and after the date on which 

the performance test required by § 60.8 
is completed, every owner or operator 
subject to the provisions of this sub-
part as specified in paragraphs (b), (c), 
and (d) of this section shall comply 
with one of the following, except as 
provided in paragraphs (e), (f), (g), (h), 
(i), (j), (k), and (l) of this section. 

(1) No owner or operator subject to 
the provisions of this subpart shall 
cause to be discharged into the atmos-
phere from any stationary gas turbine, 
any gases which contain nitrogen ox-
ides in excess of: 

STD
Y

F= +0 0075
14

.
( .4)

where: 

STD=allowable NOX emissions (percent by 
volume at 15 percent oxygen and on a dry 
basis). 

Y=manufacturer’s rated heat rate at manu-
facturer’s rated load (kilojoules per watt 
hour) or, actual measured heat rate based 
on lower heating value of fuel as measured 
at actual peak load for the facility. The 
value of Y shall not exceed 14.4 kilojoules 
per watt hour. 

F=NOX emission allowance for fuel-bound ni-
trogen as defined in paragraph (a)(3) of this 
section. 

(2) No owner or operator subject to 
the provisions of this subpart shall 
cause to be discharged into the atmos-
phere from any stationary gas turbine, 
any gases which contain nitrogen ox-
ides in excess of: 

STD
Y

F= ( ) +0 0150
14

.
.4

where: 

STD=allowable NOX emissions (percent by 
volume at 15 percent oxygen and on a dry 
basis). 

Y=manufacturer’s rated heat rate at manu-
facturer’s rated peak load (kilojoules per 
watt hour), or actual measured heat rate 
based on lower heating value of fuel as 
measured at actual peak load for the facil-
ity. The value of Y shall not exceed 14.4 
kilojoules per watt hour. 

F=NOX emission allowance for fuel-bound ni-
trogen as defined in paragraph (a)(3) of this 
section. 

(3) F shall be defined according to the 
nitrogen content of the fuel as follows: 

Fuel-bound nitrogen (percent by 
weight) 

F (NOX percent by 
volume) 

N≤0.015 ............................................. 0 
0.015<N≤0.1 ...................................... 0.04(N) 
0.1<N≤0.25 ........................................ 0.004+0.0067(N–0.1) 
N>0.25 ............................................... 0.005 

where: 

N=the nitrogen content of the fuel (percent 
by weight). 

or: 

Manufacturers may develop custom 
fuel-bound nitrogen allowances for 
each gas turbine model they manufac-
ture. These fuel-bound nitrogen allow-
ances shall be substantiated with data 
and must be approved for use by the 
Administrator before the initial per-
formance test required by § 60.8. No-
tices of approval of custom fuel-bound 
nitrogen allowances will be published 
in the FEDERAL REGISTER. 

(b) Electric utility stationary gas 
turbines with a heat input at peak load 
greater than 107.2 gigajoules per hour 
(100 million Btu/hour) based on the 
lower heating value of the fuel fired 
shall comply with the provisions of 
paragraph (a)(1) of this section. 

(c) Stationary gas turbines with a 
heat input at peak load equal to or 
greater than 10.7 gigajoules per hour 
(10 million Btu/hour) but less than or 
equal to 107.2 gigajoules per hour (100 
million Btu/hour) based on the lower 
heating value of the fuel fired, shall 
comply with the provisions of para-
graph (a)(2) of this section. 

(d) Stationary gas turbines with a 
manufacturer’s rated base load at ISO 
conditions of 30 megawatts or less ex-
cept as provided in § 60.332(b) shall com-
ply with paragraph (a)(2) of this sec-
tion. 

(e) Stationary gas turbines with a 
heat input at peak load equal to or 
greater than 10.7 gigajoules per hour 
(10 million Btu/hour) but less than or 
equal to 107.2 gigajoules per hour (100 
million Btu/hour) based on the lower 
heating value of the fuel fired and that 
have commenced construction prior to 
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